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LETTER OF NOTIFICATION
AEP Ohio Transmission Company, Inc.
Green Chapel Extension 138 kV Transmission Line Project

4906-6-05 Accelerated Application Requirements

AEP Ohio Transmission Company, Inc. (“AEP Ohio Transco” or the “Company”) provides the following
information to the Ohio Power Siting Board (“OPSB”) in accordance with the accelerated application
requirements of Ohio Administrative Code Section 4906-6-05.

4906-6-05(B) General Information
B(1) Project Description

The applicant shall provide the name of the project and applicant's reference number,
names and reference number(s) of resulting circuits, a brief description of the project, and
why the project meets the requirements for a Letter of Notification or Construction Notice
application.

The Company has identified the need to construct the Green Chapel Extension 138 kV Transmission Line
Project (“Project”) in the City of New Albany in Licking County, Ohio. The Project involves the
construction of approximately 2.7 miles of double-circuit 138 kV transmission line from the proposed
Green Chapel Station (Case Number 23-0028-EL-BLN) to the existing Jug Street-Corridor 345 kV
Transmission Line to provide electricity to multiple customer facilities. The Project also involves a line
adjustment at structures 6 & 7 along the Jug Street-Corridor 345 kV Transmission Line. Specifically, the
Green Chapel Extension 138 kV Transmission Line will tap into Structure 7 and Structure 6 will be
replaced on the existing centerline. The ROW width for the Green Chapel Extension 138 kV Transmission
line is 100-feet and the ROW width for the Jug Street-Corridor 345 kV Transmission Line is 150-feet.

The location of the Project (collectively the “Project Area”) is shown on Exhibit 1 and Exhibit 2 in Appendix
A.

The Project meets the requirements for a Letter of Notification (“LON”) as defined by Item (1)(d)(ii) of
4906-1-01 Appendix A Application Requirement Matrix For Electric Power Transmission Lines:

(1) New construction, extension, or relocation of single or multiple circuit electric power
transmission line(s), or upgrading existing transmission or distribution line(s) for operation

at a higher transmission voltage, as follows:

(d) Line(s) primarily needed to attract or meet the requirements of a specific customer
or customers, as follows:

(ii) Any portion of the line is on property owned by someone other than the
specific customer or applicant.

The Project has been assigned PUCO Case No. 23-0668-EL-BLN.
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B(2) Statement of Need

If the proposed project is an electric power transmission line or natural gas transmission
line, a statement explaining the need for the proposedfacility.

A customer has requested a new substation to serve their facility requiring 440 MW of initial load, with
growth up to 1,560 MW of peak demand. To meet the customer’s needs, the Company will be required to
construct a new 138 kV to 34.5 kV step down station, configured in a breaker and half bus layout, named
Green Chapel Station (Approved Case No. 23-0028-EL-BLN). To serve the customer’s initial load, the
Company will also be required to build two greenfield 138 kV double circuit transmission lines to serve
the Green Chapel Station. The first 138 kV transmission line, filed as the Innovation-Green Chapel 138 kV
Transmission Line Project will come from Innovation Station (submitted April 13, 2023, Case No. 23-
0355-EL-BLN). The second 138 kV transmission line, and the subject of this filing, is the Green Chapel
Extension 138 kV Transmission Line, which will come from cutting into the existing Jug Street-Corridor
345 kV Transmission Line. To accommodate the second 138 kV transmission line, a section of the
Conesville — Corridor 345 kV Transmission Line will be adjusted to allow the new 138 kV transmission
lines to cross underneath and will be filed with OPSB separately. The customer has requested an in-service
date of May 31, 2024, for the initial load.

Failure to move forward with the proposed project will result in the inability to serve the customer’s load
expectations and thereby jeopardize the customer’s plans in the New Albany area (potentially 1,560 MW
peak).

The need was presented and reviewed with stakeholders at the April 22, 2022, PJM SSRTEP Western
Meeting. The solution was presented and reviewed at the December 16, 2022, PJM SSRTEP Western
Meeting. The Project was not included in the Company's 2023 Long Term Forecast Report (LTFR) because
the solution was not known at the time of filing. However, the Project will be included in the AEP Ohio
Transmission Company, Inc. 2023 Supplemental LTFR. The Project was subsequently assigned PJM
supplemental number S2857.1-9 (See Appendix B).

B(3) Project Location

The applicant shall provide the location of the project in relation to existing or proposed
lines and substations shown on an area system map of sufficient scale and size to show
existing and proposed transmission facilities in the project area.

The Project is in the City of New Albany in Licking County, Ohio. Exhibit 1 in Appendix A shows the
Project on a USGS topographic quadrangle map. Exhibit 2 in Appendix A shows the Project on 2021
aerial imagery.

B(4) Alternatives Considered

The applicant shall describe the alternatives considered and reasons why the proposed
location or route is best suited for the proposed facility. The discussion shall include, but
not be limited to, impacts associated with socioeconomic, ecological, construction, or
engineering aspects of the project.

Based on the customer’s proposed development and existing facilities in the area, the proposed location
of the Green Chapel Extension 138 kV Transmission Line is the most suitable location for the Project.
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Other alternatives would impact future development plans and add additional length to the Project
without providing additional benefits, as opposed to remaining primarily on developer and customer’s
property. The Project is located on customer and developer property that is designated for utility corridors.
The Project will not impact any delineated wetlands or streams within the proposed Project right-of-way
(ROW) as these features can be spanned. The location of the Project minimizes impacts to the community
and the environment, while meeting the engineering and construction needs of the customer. The Project
also represents the most suitable location and most appropriate solution for meeting the Company’s and
customer’s needs.

B(5) Public Information Program

The applicant shall describe its public information program to inform affected property
owners and tenants of the nature of the project and the proposed timeframe for project
construction and restoration activities.

The Company will inform affected property owners and tenants about this Project through several
different mediums. Within seven days of filing this LON, the Company will issue a public notice in a
newspaper of general circulation in the Project area. The notice will comply with all requirements of Ohio
Revised Code (“OAC”) Section 4906-6-08(A) (1-6). Further, the Company will mail a letter, via first class
mail, to affected contiguous property owners to the customer’s property. The letter will comply with all
requirements of OAC Section 4906-6-08(B). The Company maintains a website
(http://aeptransmission.com/ohio/) which hosts an electronic copy of this LON and the public notice of
this LON. An electronic copy of the LON will be served to the public library in each political subdivision
affected by this Project. The Company retains ROW land agents that discuss Project timelines,
construction and restoration activities and convey information to affected owners and tenants throughout
the Project.

B(6) Construction Schedule

The applicant shall provide an anticipated construction schedule and proposed in-service
date of the project.

Construction of the Project is planned to commence October 2023 with a proposed in-service date in the
May 2024.

B(7) Area Map

The applicant shall provide a map of at least 1:24,000 scale clearly depicting the facility
with clearly marked streets, roads, and highways, and an aerial image.

Exhibit 1 in Appendix A identifies the location of the Project area on a U.S. Geological Survey 1:24,000
quadrangle map (Jersey Quadrangle). Exhibit 2 in Appendix A consists of an aerial map of the Project area
(2021 aerial imagery).

To visit the Project from Columbus, Ohio, take I-270 N and exit east to OH 161. Follow OH 161 E for 12.6
miles to Mink Street. Take Mink Street for 1.2 miles to Jug Street in New Albany. Turn left onto Jug Street
and continue 0.5 miles. At the traffic circle, take the first exit and continue on Harrison Road NW for 1.2
miles. Take a slight left onto Clover Valley Road and continue for 1 mile to the proposed Green Chapel
Station. The approximate coordinates are 40.121530°N, -82.719634°W.
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B(8) Property Agreements

The applicant shall provide a list of properties for which the applicant has obtained
easements, options, and/or land use agreements necessary to construct and operate the
facility and a list of the additional properties for which such agreements have not been

obtained.

A list of properties for which the Company will need to obtain easements/options is provided below.

Property Parcel Number Agreement Type E;;‘Egﬁf:(; gg?gg)n
095-111864-00.000 New easement No
095-111570-00.000 New easement No
095-112158-00.000 New easement No
095-111762-00.002 New easement No
095-112218-00.000 New easement No
095-111480-00.000 New easement No
095-111480-00.001 New easement No
095-111762-00.000 New easement No
005-111492-00.000 New easement No

The form easement in Appendix C represents the easement rights the Company would seek if
condemnation proceedings were necessary to construct, operate, and maintain these facilities. The
Company does not anticipate the need for condemnation proceedings in this Project.

B(9) Technical Features

The applicant shall describe the following information regarding the technical features of
the project:

B(9)(a) Operating characteristics, estimated number and types of structures required, and
right-of-way and/or land requirements.

The Green Chapel Extension 138 kV Transmission Line will include the following;:

e Voltage: 138 kV
e Conductors: 2x(3) 2-Bundle 1590 kCM FALCON ACSR (54-19)
e  Static Wire: 2x(1) 0.646” 96¢t OPGW
e Insulators: Polymer
¢ ROW Width: 100ft
e Structure Type:
e (1) Double circuit, monopoles, steel Brace Post, 2-pole tangent structures with a direct
embed foundation,
¢ (12) Double Circuit, Steel monopole, V-String insulators, tangent structures on custom
concrete pier with anchor bolt foundation,
¢ (4) Double circuit, Steel monopole, Suspension insulators, Running Corner Structure on
custom concrete pier with anchor bolt foundation, (6) Double circuit, steel monopole,
strain insulator, 2-pole dead-end structure on concrete piers with anchor bolt
foundation,
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e (6) Double circuit, steel monopole, strain insulator, 2-pole dead-end structure on
concrete piers with anchor bolt foundation.

The Jug Street-Corridor 345 kV Transmission Line Adjustment will include the following;:

e Voltage: 345 kV
e Conductors: 2x(3) 2-Bundle 1590 kCM FALCON ACSR (54-19)
e  Static Wire: 2x(1) 0.646” 96¢t OPGW
e Insulators: Polymer
e ROW Width: 150ft
e Structure Type:
¢ (1) Double Circuit, Steel monopole, V-String insulators, tangent structures on custom
concrete pier with anchor bolt foundation,
e (1) Double circuit, steel monopoles, strain insulator, 3-pole dead-end structure on
concrete piers with anchor bolt foundation.

B(9)(b) Electric and Magnetic Fields

For electric power transmission lines that are within one hundred feet of an occupied
residence or institution, the production of electric and magnetic fields during the operation
of the proposed electric power transmission line.

There is one occupied residence within 100 feet of the Project. This property is owned by a developer and
will be demolished by the developer before the construction of the transmission line will begin. No
institutions are located within 100 feet of the Project.

B(9)(b)(ii) Design Alternatives

A discussion of the applicant’s consideration of design alternatives with respect to electric
and magnetic fields and their strength levels, including alternate conductor configuration
and phasing, tower height, corridor location, and right-of-way width.

Not applicable. There will be no occupied residences within 100 feet of the Project at the time of
construction.

B(9)(c) Project Costs

The estimated capital cost of the project.

The capital cost estimate for the Project, which is comprised of applicable tangible and capital costs, is
approximately $26.1 million using a Class 4 estimate. Pursuant to the PJM OATT, the costs for this Project
will be recovered in the AEP Ohio Transmission Company Inc.’s FERC formula rate (Attachment H-20 to
the PJM OATT) and allocated to the AEP Zone.

B(10) Social and Ecological Impacts

The applicant shall describe the social and ecological impacts of the project.

B(10)(a)
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Provide a brief, general description of land use within the vicinity of the proposed project,
including a list of municipalities, townships, and counties affected.

The Project is in the City of New Albany in Licking County, Ohio. The existing and surrounding land use
is composed of agricultural land use with low density residential land uses dispersed throughout; however
the Project Area has been experiencing an influx of development in the form of manufacturing facilities
and data centers. No places of worship, schools, institutions, hospitals, cemeteries, landmarks, or
recreational areas were identified within 1,000 feet of the Project.

B(10)(b) Agricultural Land Information

Provide the acreage and a general description of all agricultural land, and separately all
agricultural district land, existing at least sixty days prior to submission of the application
within the potential disturbance area of the project.

The Project Area is characterized by agricultural land use with low density residential land uses dispersed
throughout. The dominant agricultural use appears to be row crops (i.e. soy beans and corn). Large, open
agricultural fields are present in the Project Area along all major road corridors including Clover Valley
Road, Miller Road, Green Chapel Road, Beech Road, and Jug Street. Approximately 25.5 acres of
agricultural land is within the potential disturbance area of the Project. However, the Project Area is
rapidly changing with the development of several industrial facilities and data centers.

Based on data received from the Licking County Auditor’s office on May 25th, 2023, there are two
agricultural district parcels within the potential disturbance area of the Project. Approximately 7.3 acres
of agricultural district land is within the potential disturbance area of the Project. One of the two
agricultural district parcels is owned by a developer.

B(10)(c) Archaeological and Cultural Resources

Provide a description of the applicant's investigation concerning the presence or absence
of significant archeological or cultural resources that may be located within the potential
disturbance area of the project, a statement of the findings of the investigation, and a copy
of any document produced as a result of the investigation.

Consultation with the State Historic Preservation Office (“SHPO”) was initiated, and responses received
on December 16, 2022. A Phase I Archaeological Investigation, including a literature review and field
reconnaissance investigation, were completed by the Company’s consultant. Two previously identified
archaeological sites were identified during survey: OAI #33LI3353 and #33LI3354. These sites were
previously recommended not eligible for listing in the NRHP. No new archaeological sites were identified
during survey. No further archaeological investigation is considered to be necessary for the Project. The
SHPO concurs with this assessment (see Appendix C).

Additionally, a literature review and field survey were conducted as part of the investigations. Twelve
extant properties fifty years of age or older were identified with the Area of Potential Effects (APE). These
properties are not recommended as eligible for listing in the NRHP, and SHPO concurs with this
assessment. In addition, the SHPO determined the Project, as proposed, will have no effect on historic
properties and no further coordination is required (see Appendix C).

B(10)(d) Local, State, and Federal Agency Correspondence
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Provide a list of the local, state, and federal governmental agencies known to have
requirements that must be met in connection with the construction of the project, and a list
of documents that have been or are being filed with those agencies in connection with siting
and constructing the project.

A Notice of Intent will be filed with the Ohio Environmental Protection Agency for authorization of
construction storm water discharges under General Permit OHC000006 during construction of the
Project. The Company will implement and maintain best management practices (BMPs), as outlined in
the project-specific Storm Water Pollution Prevention Plan (SWPPP) to minimize erosion and control
sediment to protect surface water quality during storm events. The Company will coordinate with the City
of New Albany as required regarding the SWPPP document.

According to wetland delineation surveys completed by the Company’s consultant, the Project will impact
two identified wetlands which will require an Ohio Environmental Protection Agency Isolated Wetland
Permit. The Company’s consultant completed stream identification field surveys and identified two
streams (one perennial and one ephemeral), however these streams will not be impacted by the Project.

According to the Federal Emergency Management Agency (FEMA) Flood Insurance Rate Maps (FIRM),
the Project is partially located in a 100-year floodplain (FIRM 39089c0280H). Approximately 0.2 acre of
100-year floodplain is within the Project’s potential disturbance area, however, no transmission line
structures are planned to be placed within the 100-year floodplain. As such, the Company will not be
required to obtain floodplain permits from Licking County for the construction of any structures within
these areas.

B(10)(e) Threatened, Endangered, and Rare Species

Provide a description of the applicant's investigation concerning the presence or absence
of federal and state designated species (including endangered species, threatened species,
rare species, species proposed for listing, species under review for listing, and species of
special interest) that may be located within the potential disturbance area of the project, a
statement of the findings of the investigation, and a copy of any document produced as a
result of the investigation.

Coordination with Ohio Department of Natural Resource Department of Wildlife (ODNR-DOW) was
initiated on October 20, 2022, to obtain Environmental Review and Ohio Natural Heritage Database
records within a 1-mile buffer area around the Project. ODNR-DOW response was received November
23, 2022. In addition, a consultation request was submitted to the U.S. Fish and Wildlife Service (USFWS)
on October 20, 2022, with a response received on October 21, 2022. A copy of the agency correspondence
letters is provided in Appendix C.

The USFWS confirmed that the Project area lies within the range of two federally listed species including
Indiana bat (Myotis sodalis) and northern long-eared bat (Myotis septentrionalis). The USFWS stated
that if clearing of trees >3 inches diameter breast height (dbh) cannot be avoided, the USFWS
recommends that the removal of any trees >3 inches dbh only occur between October 1 and March 31. If
tree clearing must occur outside of October 1 and March 31, additional coordination will be completed
with the USFWS and the ODNR. Surveys must be conducted by an approved surveyor and be designed
and conducted in coordination with the USFWS’s Ohio Field Office. Tree clearing is anticipated to occur
between October 1 and March 31.
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Based on the consultation response from ODNR-DOW, the Project area is within range of four state-listed
bat species including Indiana bat, northern long-eared bat, little brown bat (Myotis lucifugus), and
tricolored bat (Perimyotis subflavus). ODNR-DOW recommends implementing seasonal tree cutting
from October 1 to March 31 and conserving trees with loose, shaggy bark; with crevices, holes, or cavities;
or with a dbh greater than or equal to 20 inches. Tree clearing is anticipated to occur between October 1
and March 31.

ODNR-DOW also stated that the Project is within range of one state threatened fish species, the lake
chubsucker (Erimyzon sucetta). The ODNR-DOW recommends no in-water work in perennial streams
from March 15 through June 30 to reduce impacts to the species’ habitat. If no in-water work is required,
the ODNR-DOW does not anticipate impacts to the lake chubsucker or other aquatic species. No in-water
work is required for the Project and no impacts to the above listed species will occur.

The ODNR-DOW also indicted that one state endangered bird species, the northern harrier (Circus
hudsonis), is located within range of the Project. The northern harrier breeds and nests in large marshes
and grasslands. Female northern harriers build their nests on the ground, often on top of a mound. The
ODNR-DOW recommends avoiding construction during the species’ nesting period of April 15 through
July 31 to minimize impacts to the species’ nesting habitat. A habitat survey was conducted by a qualified
surveyor, and based on active farming as well as proximity to roads and residential areas, no harrier
nesting habitat is considered to be within the Project area and therefore no impacts are anticipated to the
species.

B(10)(f) Areas of Ecological Concern

Provide a description of the applicant’s investigation concerning the presence or absence
of areas of ecological concern (including national and state forests and parks, floodplains,
wetlands, designated or proposed wilderness areas, national and state wild and scenic
rivers, wildlife areas, wildlife refuges, wildlife management areas, and wildlife
sanctuaries) that may be located within the potential disturbance area of the project, a
statement of the findings of the investigation, and a copy of any document produced as a
result of the investigation.

Coordination letters were submitted to the USFWS and ODNR requesting a review of the Project and
identification of areas of ecological concern. The USFWS response email was received on October 21, 2022
(Appendix C) and indicated no federal wilderness areas, wildlife refuges, or designated critical habitat
within the vicinity of the Project. The ODNR response was received on November 23, 2022 (Appendix C),
and indicated no known unique ecological sites, geologic features, scenic rivers, state wildlife areas, state
natural preserves, state or national parks, state or national forests, national wildlife refuges, or other
protected natural areas within the Project area.

The Company’s consultant prepared an Ecological Resource Inventory Report for the Project area (refer
to Appendix D). The Ecological Resource Inventory Report contains detailed information regarding
wetlands, waterbodies, wildlife habitat, and other areas of ecological concern.

Wetland delineation and stream identification field surveys were completed within the Project Area on
November 22, 2022. The Company’s consultant confirmed four previously delineated wetlands (by other
consultants) and identified two streams and six upland drainage features. The two streams (one perennial
and one ephemeral) identified have an existing OEPA Aquatic Life Use Designation of warm-water habitat
(WWH). The company’s consultant has preliminarily determined that the assessed streams within the
Project survey area appear to be jurisdictional (i.e., waters of the U.S.), however these streams will not be
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impacted by the Project. The Project will impact two of the identified wetlands while will require an Ohio
EPA Isolated Wetland Permit.

Based on the Federal Emergency Management Agency (FEMA) Flood Insurance Rate Maps (FIRM) Map
Number 39089c0280H, effective date 5/2/2007, the Project is located within the 100-year floodplain.
Coordination will occur if 100-year floodplain is impacted by the Project.

B(10)(g) Unusual Conditions

Provide any known additional information that will describe any unusual conditions
resulting in significant environmental, social, health, or safety impacts.

To the best of the Company’s knowledge, no unusual conditions exist that would result in significant
environmental, social, health, or safety impacts.
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Appendix A Project Maps
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