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LETTER OF NOTFICATION 

AEP Ohio Transmission Company, Inc. 

South Kenton-Westminster and North Waldo-South Kenton 

138 kV Transmission Line Relocations Project 

4906-6-05 Accelerated Application Requirements 

AEP Ohio Transmission Company, Inc. (the Company) provides the following information to the Ohio 

Power Siting Board (OPSB) in accordance with the accelerated application requirements of Ohio 

Administrative Code Section 4906-6-05. 

4906-6-05(B) General Information 

B(1) Project Description 

Provide the name of the project and applicant's reference number, names and reference 

number(s) of resulting circuits, a brief description of the project, and why the project 

meets the requirements for a letter of notification or construction notice application.  

The Company proposes the South Kenton-Westminster and North Waldo-South Kenton 138 kV 

Transmission Line Relocations Project (the “Project”), in Buck Township, Hardin County, Ohio.  

Modifications are necessary at South Kenton Station, a distribution substation, in order to address fire 

damage as well as equipment material condition, performance, risk, and operational flexibility in the 

Kenton area. The Project addresses the necessary upgrade of the existing transmission line entrances 

into South Kenton Station. The modifications to South Kenton Station will result in the relocations of 

a 0.1-mile section of South Kenton-Sterling 138 kV line, which will be renamed to South Kenton-

Westminster, and a 0.2-mile section of the West Mount Vernon-South Kenton 138 kV line, which will 

be renamed to North Waldo-South Kenton. The Project will allow the West Mount Vernon-South 

Kenton 138 kV Transmission Line Temporary Relocation (OPSB Case No. 25-0447-EL-BNR) to be 

removed. The location of the Project is shown on Figures 1 and 2 in Appendix A. 

The Project meets the requirements for a Letter of Notification (LON) as defined by Item 1(b) of 

Appendix A to Ohio Administrative Code Section 4906-1-01, Application Requirement Matrix for 

Electric Power Transmission Lines: 

 
(1) New construction, extension, or relocation of single or multiple circuit electric power 

transmission line(s), or upgrading existing transmission or distribution line(s) for 
operation at a higher transmission voltage, as follows:  

 

(b) Line(s) greater than 0.2 miles in length but not greater than two miles in length 

The Project has been assigned Case No. 25-1022-EL-BLN. 
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B(2) Statement of Need 

If the proposed project is an electric power transmission line or gas pipeline, the 

applicant provide a statement explaining the need for the proposed facility.   

The Project relocates two existing 138 kV single-circuit transmission lines to address asset renewal needs 

at South Kenton Station. The two transmission line relocations, South Kenton-Westminster and North 

Waldo-South Kenton are required in order to re-terminate the lines into new positions within the newly 

rebuilt South Kenton 138 kV Station. 

The South Kenton Station cannot be eliminated as it serves a vital 138 kV through path station between 

East Lima Station and North Waldo Station. Furthermore, the station has step down transformation to 

the 69 kV system that supports the Kenton area customers and will serve as a future location for a 

solar generation facility (PJM queue # AG1-554). Failure to move forward with this Project will result in 

the loss of an essential 138 kV transmission through path, subsequent loss of 69 kV 

transformation, and future needs for a mandated PJM point of interconnection to a proposed solar 

generator.  

The need was presented and reviewed with stakeholders at the January 21, 2022, PJM SSRTEP Western 

Meeting. The solution was presented and reviewed at the July 21, 2023, PJM TEAC Meeting. The Project 

has been assigned PJM supplemental number s2982.  The Project was included on page 69 of the 

Company’s 2025 Long Term Forecast Report (LTFR) and pages 121 and 122 of Ohio Power’s 2025 LTFR  

(See Appendix B). 

B(3) Project Location 

Provide the location of the project in relation to existing or proposed lines and 

substations shown on an area system map of sufficient scale and size to show existing and 

proposed transmission facilities in the project area. 

The location of the Project in relation to existing transmission lines and substations is shown on Figure 

1, in Appendix A.  

B(4) Alternatives Considered 

Describe the alternatives considered and reasons why the proposed location or route is 

best suited for the proposed facility, including but not be limited to, impacts associated 

with socioeconomic, ecological, construction, or engineering aspects of the project.  

The Project accommodates the expansion of the existing South Kenton Station. Due to the location of 

the existing station, proposed expansion area, and existing transmission lines no other alternatives were 

considered for the Project.  Any other alternative would add additional length or transmission line 

crossing to the Project without any additional benefit.  This alternative has minimal land use impacts, 

located within agricultural land, or the existing substation property and has no impacts to wetlands, 

streams, or known cultural resource areas. Therefore, this Project represents the most suitable location 

and is the most appropriate solution for meeting the Company’s needs in the area. 
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B(5) Public Information Program 

Describe its public information program to inform affected property owners and 

residents of the nature of the project and the proposed timeframe for project 

construction and restoration activities.  

The Company will inform affected property owners and tenants about this Project through several 

different mediums. Within seven days of filing this LON, the Company will issue a public notice in a 

newspaper of general circulation in the Project area. The notice will comply with all requirements of 

Ohio Revised Code (“OAC”) Section 4906-6-08(A)(1-6). Further, the Company will mail a letter, via first 

class mail, to affected landowners, tenants, contiguous owners and any other landowner the Company 

may approach for an easement necessary for the construction, operation, or maintenance of the Project. 

The letter will comply with all requirements of OAC Section 4906-6-08(B). The Company maintains a 

website (http://aeptransmission.com/ohio/) which provides the public access to an electronic copy of 

this LON and the public notice for this LON. An electronic copy of the LON will be served to the public 

library in each political subdivision for this Project. The Company retains ROW land agents that discuss 

Project timelines, construction and restoration activities and convey information to affected owners and 

tenants throughout the Project.  

B(6) Construction Schedule 

Provide an anticipated construction schedule and proposed in-service date of the project.   

Construction of the Project is planned to begin in February 2026 with an anticipated in-service date of 

May 2027. 

B(7) Area Map 

Provide a map of at least 1:24,000 scale clearly depicting the facility and proposed limits 

of disturbance with clearly marked streets, roads, and highways, and an aerial image. 

Figure 1, in Appendix A, identifies the location of the Project area on a United States Geological 

Survey 1:24,000 quadrangle maps of Mount Victory and Kenton, Ohio. Appendix A, Figure 2 displays 

the Project components on a 2023 aerial photograph. 

B(8) Property Agreements 

Provide a list of properties for which the applicant has obtained easements, options, 

and/or land use agreements necessary to construct and operate the facility and a list of 

the additional properties for which such agreements have not been obtained.  

A list of properties required for the Project are provided in Table 1, below. 
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Table 1 – Property Agreements 

Property Parcel Number Agreement Type 
Easement or Option 

Obtained (Yes/No) 

041200410000 Supplemental Easement  No 
041200150000 Supplemental Easement No 

041200300000 Company Affiliate Owned N/A 

041200200000 New Easement No 

041200230000 Supplemental Easement No 

 

The easement form exhibits provided in Appendix C represents the minimum rights the Company 

would require in order to construct, operate, and maintain these facilities. 

B(9) Technical Features 

Describe the following information regarding the technical features of the project: 

B(9)(a) Operating characteristics, estimated number and types of structures required, and 

right-of-way and/or land requirements.  

The transmission line is estimated to include the following: 

South Kenton-Westminster 
Voltage:              138kV 
Conductors:       795 kcmil 26/7 DRAKE ACSR 
Static Wire:       (2) 7#8 Alumoweld 
Insulators:         Polymer 
ROW Width:      100 feet   
Structure Type: Two (2) single circuit, steel three-pole dead ends 

 
North Waldo-South Kenton 
Voltage:              138kV 
Conductors:       795 kcmil 26/7 DRAKE ACSR 
Static Wire:       (2) 7#8 Alumoweld 
Insulators:         Polymer 
ROW Width:      100 feet   
Structure Type: Two (2) single circuit, steel three-pole dead ends 

                                    One (1), single circuit, steel H-frame tangent 
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B(9)(b) Electric and Magnetic Fields 

For electric power transmission lines that are within one hundred feet of an occupied 

residence or institution, the production of electric and magnetic fields during the 

operation of the proposed electric power transmission line. 

No occupied residences or institutions are located within 100 feet of the Project. 

B(9)(c) Project Cost 

The estimated capital cost of the project. 

The cost estimate for the proposed Project, which is comprised of applicable tangible and capital costs, 

is approximately $2.8 million using a Class 4 estimate. Pursuant to the PJM OATT, the costs for this 

Project will be recovered in the AEP Ohio Transmission Company Inc.’s FERC formula rate (Attachment 

H-20 to the PJM OATT) and allocated to the AEP Zone. 

B(10) Social and Ecological Impacts 

The applicant shall describe the social and ecological impacts of the project: 

B(10)(a) Land Use 

Provide a brief, general description of land use within the vicinity of the proposed project, 

including a list of municipalities, townships, and counties affected.  

The Project location and vicinity have historically been primarily agricultural land with scattered 

woodlots. An aerial photograph of the Project vicinity is provided as Figure 2. The Project is mapped 

within Buck Township in Hardin County. The Project vicinity is currently rural in nature and is 

comprised primarily of agricultural land used for row crops, and lesser amounts of old fields, forested 

land, landscaped areas, and scattered residences.  The Project does not anticipate the need to clear 

forested land. 

B(10)(b) Agricultural Land  

Provide the acreage and a general description of all agricultural land, and separately all 

agricultural district land, existing at least sixty days prior to submission of the application 

within the potential disturbance area of the project.  

The Project Area is characterized by agricultural land use and the existing substation property. The 

dominant agricultural use appears to be row crops (i.e. soy beans and corn). Approximately 3.3 acres of 

agricultural land is within the potential disturbance area of the Project. No Ohio Department of 

Agriculture easements were identified on the parcels crossed by the Project.  

Based on data received from the Hardin County Auditor’s office on October 20, 2025, there are no 

agricultural district parcels within the potential disturbance area of the Project. 
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B(10)(c) Archaeological and Cultural Resources 

Provide a description of the applicant’s investigation concerning the presence or absence 

of significant archaeological or cultural resources that may be located within the 

potential disturbance area of the project, a statement of the findings of the investigation, 

and a copy of any document produced as a result of the investigation.  

A cultural resource survey and report were conducted by the Company’s consultant for the Project in 

November 2024. Correspondence from the State Historic Preservation Office (“SHPO”) was received in 

December 2024, see Appendix D. The SHPO stated that that the Project will have no adverse effect on 

historic properties and that no further archaeological work is necessary. 

B(10)(d) Local, State, and Federal Agency Correspondence 

Provide a list of the local, state, and federal governmental agencies known to have 

requirements that must be met in connection with the construction of the project, and a 

list of documents that have been or are being filed with those agencies in connection with 

siting and constructing the project.  

A summary of anticipated permits and authorizations for the Project is provided in Table 2, below. 

There are no other known local, state, or federal requirements that must be met prior to commencement 

of the Project. 

Table 2 – Anticipated Permits 

Permit/Authorization/Coordination Agency Date 

Storm Water Pollution Prevention Plan 

Ohio Environmental 
Protection Agency Expected Winter 2025-26 

Hardin County 

Notice Criteria 
Federal Aviation 
Administration 

Submitted through Criteria Tool 
on 10/16/2025, no further 

action required 

Road Use Maintenance Agreement Hardin County Not Required by County 

Clean Water Act Section 404/401 

United States Army Corps of 
Engineers 

Not Applicable 
Ohio Environmental 
Protection Agency 

Archaeology/Architectural  
Ohio Historic Preservation 
Office 

Coordination complete 
12/6/2024, no additional work 

required 

Threatened and Endangered Species 
United States Fish and 
Wildlife Service 

Consultation complete 
6/12/2023 

Threatened and Endangered Species 
Ohio Department of Natural 
Resources 

Consultation complete 
5/19/2023 
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Highway Crossing Hardin County 
Anticipated filing for County 

Road 175, Summer 2026 

Floodplain Hardin County Not Applicable 

 

B(10)(e) Threatened, Endangered, and Rare Species 

Provide a description of the applicant's investigation concerning the presence or absence 

of federal and state designated species (including endangered species, threatened 

species, rare species, species proposed for listing, species under review for listing, and 

species of special interest) that may be located within the potential disturbance area of 

the project, a statement of the findings of the investigation, and a copy of any document 

produced as a result of the investigation.  

On April 19, 2023, coordination letters were submitted to the United State Fish and Wildlife Service 

(USFWS) and the Ohio Department of Natural Resources (ODNR) Ohio Natural Heritage Program 

(ONHP) and Division of Wildlife (DOW), seeking an environmental review of the Project for potential 

impacts to state and/or federally protected species. ODNR and USFWS provided responses on May 19, 

2023 and June 12, 2023, respectively. Copies of the agencies’ responses are presented in Appendix D. 

Table 4, in Appendix E lists the federal and state threatened or endangered species in the Project area. 

Based on the nature of the proposed Project activities and habitat characteristics of the surrounding 

vicinity, construction impacts to protected species are not anticipated. 

B(10)(f) Areas of Ecological Concern 

Provide a description of the applicant's investigation concerning the presence or absence 

of areas of ecological concern (including national and state forests and parks, floodplains, 

wetlands, designated or proposed wilderness areas, national and state wild and scenic 

rivers, wildlife areas, wildlife refuges, wildlife management areas, and wildlife 

sanctuaries) that may be located within the potential disturbance area of the project, a 

statement of the findings of the investigation, and a copy of any document produced as a 

result of the investigation 

The Company’s consultant conducted a wetland and stream delineation survey in the Project study area 

on April 19, 2023 and August 6, 2025, and prepared an Ecological Survey Report, which is provided in 

Appendix E. The survey of the Project area identified one stream, no wetlands, and no ponds. The 

stream is not crossed by the proposed Project and no in-water work is proposed. The Project 

construction activities are not expected to result in discharge of fill in any delineated features.  
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Based on a review of the Protected Areas Database of the United States as well as the Conservation 

Easement Database, there are no state or national parks, forests, wildlife areas or mapped conservation 

easements in the vicinity of the Project.  

The FEMA Flood Insurance Rate Map (“FIRM”) was reviewed to identify any floodplains/flood hazard 

areas that have been mapped within the Project Area (specifically, map number 39159C0025D). Based 

on this mapping, no FEMA-designated 100-year floodplains are crossed by the proposed alignment. No 

floodplain permits are necessary.  

B(10)(g) Unusual Conditions 

Provide any known additional information that will describe any unusual conditions 

resulting in significant environmental, social, health, or safety impacts.  

To the best of the Company’s knowledge, no unusual conditions exist that would result in significant 

environmental, social, health, or safety impacts. 

 


