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Bancroft - Turner
Transmission Line Rebuild Project
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Imagery Source: Esri Aerial Imagery

Transmission line routes are
preliminary and subject to change
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"" Existing AEP Structure

Study Segment – Rebuilt in Existing ROW

Existing AEP Transmission Line (69 kV and below)

! ! Existing AEP Transmission Line (115-230 kV)
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Note: Study segments are alternatives to review to determine a final
line route. Only one route between project end points will be built.


